Molglr—— =
of Seattle

September 25, 2008

Mr. Ed Abbasi

Washington Department of Ecology
Northwest Regional Office

3190 160th Ave. S.E.

Bellevue, Washington 98008

Re:  Stormwater Discharge Monitoring Reports — August 2008
Seattle-Tacoma International Airport
NPDES Permit WA-002465-1, Part II Special Condition S2.A

Dear Mr. Abbasi:

Enclosed you will find the Stormwater Discharge Monitoring Reports (DMRs) prepared in
compliance with Part II Special Condition S2.A of the NPDES Permit for Seattle-Tacoma
International Airport for August 2008. Four outfalls identified in Part II of the permit serve
future development areas.

DMRs are not provided for these non-operational and/or former outfalls:

SDW-1-A SDW2 SDW-1-B
SDN3-A SDS1 SDS2
SDSS5 SDS7 012-EY

The copper effluent limit was exceeded at SDN-2 outfall during the August 9, 2008
stormwater event. The Port verbally notified Ecology on September 9th after receiving the
laboratory results and submitted a written notification to Ecology on September 12, 2008.

The SDN2 subbasin is an Industrial Wastewater System (IWS) drainage area that collects
runoff from over 42 acres of taxiways and cargo ramp areas. Runoff from SDN2 is
conveyed to the IWS by two pump stations. The noncompliance resulted from a partial
failure of one of the two stations to activate. Two pump stations are connected in series. The
first is the North Cargo Pump Station and the second is referred to as the North Snowmelt
Pump Station. During the August 9, 2008 event the North Snowmelt Pump Station operated
as designed, but one of the two pumps at the North Cargo Pump Station failed to activate.
The resulting overflow discharge from the SDN2 subbasin to Lake Reba was of very short
duration and volume at 15 minutes total discharge duration and 7300 gallons. The pumps
were inspected and one of the circuit breakers had tripped. The circuit breaker was reset.
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